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(b) The State agency having jurisdic-
tion over pipeline safety in the State in
which the portable LNG equipment is
to be located must be provided with a
location description for the installa-
tion at least 2 weeks in advance, in-
cluding to the extent practical, the de-
tails of siting, leakage containment or
control, fire fighting equipment, and
methods employed to restrict public
access, except that in the case of emer-
gency where such notice is not pos-
sible, as much advance notice as pos-
sible must be provided.

[Amdt. 193-14, 62 FR 41311, Aug. 1, 1997, as
amended by Amdt. 193-18, 11336, Mar. 10, 2004]

Subpart B—Siting Requirements

§193.2051 Scope.

Each LNG facility designed, con-
structed, replaced, relocated or signifi-
cantly altered after March 31, 2000
must be provided with siting require-
ments in accordance with the require-
ments of this part and of NFPA 59A
(incorporated by reference, see
§193.2013). In the event of a conflict be-
tween this part and NFPA 59A, this
part prevails.

[Amdt. 193-17, 66 FR 10958, Mar. 1, 2000, as
amended by Amdt. 193-18, 69 FR 11336, Mar.
10, 2004]

§193.2055 [Reserved]

§193.2057 Thermal radiation protec-
tion.

Each LNG container and LNG trans-
fer system must have a thermal exclu-
sion zone in accordance with section
2.2.3.2 of NFPA 59A (incorporated by
reference, see §193.2013) with the fol-
lowing exceptions:

(a) The thermal radiation distances
must be calculated using Gas Tech-
nology Institute’s (GTI) report or com-
puter model GTI-04/0032 LNGFIRES3: A
Thermal Radiation Model for LNG
Fires (incorporated by reference, see
§193.2013). The use of other alternate
models which take into account the
same physical factors and have been
validated by experimental test data
may be permitted subject to the Ad-
ministrator’s approval.

(b) In calculating exclusion dis-
tances, the wind speed producing the
maximum exclusion distances shall be

§193.2059

used except for wind speeds that occur
less than 5 percent of the time based on
recorded data for the area.

(¢c) In calculating exclusion dis-
tances, the ambient temperature and
relative humidity that produce the
maximum exclusion distances shall be
used except for values that occur less
than five percent of the time based on
recorded data for the area.

[Amdt. 193-17, 656 FR 10958, Mar. 1, 2000, as
amended by Amdt. 193-18, 69 FR 11336, Mar.
10, 2004; Amdt. 193-22, 75 FR 48604, Aug. 11,
2010]

§193.2059 Flammable vapor-gas dis-
persion protection.

Each LNG container and LNG trans-
fer system must have a dispersion ex-
clusion zone in accordance with sec-
tions 2.2.3.3 and 2.2.3.4 of NFPA 59A (in-
corporated by reference, see §193.2013)
with the following exceptions:

(a) Flammable vapor-gas dispersion
distances must be determined in ac-
cordance with the model described in
the Gas Research Institute report GRI-
89/0242 (incorporated by reference, see
§193.2013), “LNG Vapor Dispersion Pre-
diction with the DEGADIS Dense Gas
Dispersion Model.” Alternatively, in
order to account for additional cloud
dilution which may be caused by the
complex flow patterns induced by tank
and dike structure, dispersion dis-
tances may be calculated in accordance
with the model described in the Gas
Research Institute report GRI-96/0396.5
(incorporated by reference, see
§193.2013), ‘“‘Evaluation of Mitigation
Methods for Accidental LNG Releases.
Volume 5: Using FEM3A for LNG Acci-
dent Consequence Analyses’. The use
of alternate models which take into ac-
count the same physical factors and
have been validated by experimental
test data shall be permitted, subject to
the Administrator’s approval.

(b) The following dispersion param-
eters must be used in computing dis-
persion distances:

(1) Average gas concentration in air =
2.5 percent.

(2) Dispersion conditions are a com-
bination of those which result in longer
predicted downwind dispersion dis-
tances than other weather conditions
at the site at least 90 percent of the
time, based on figures maintained by
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